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Microwave dish on Hose Tower–Remove 

& Reinstall. Coord. W/Proj. Mgr. 

Security Camera-Remove & Reinstall (Typ.) 
Ext. Speakers– Remove & Reinstall (Typ.) 

(Same dish) 
Uni-Strut mounting detail 

Microwave dish #2 Remove & 

Reinstall. Coord. W/Proj. Mgr. 
North– Dispatch office: SIDA fencing to be rolled up, secure w/Temp fenc-

ing.  Note  man-door on Right (arrowed) to be replaced is on SIDA side.  

Reinstall “Millenium” wiring & keypad at 

Existing locations on new siding. 3x loc’s. 



ARFF-Bay No Work Here 

2017– Roof Replacement project. PVC roofing at parapet, typ. Detail before  flashing.  

Same scupper. 

Dorms 

Exist. Fall Restraints 

REFERENCE PHOTOS OF EXISTING CONDITIONS   SHEET 2 OF 2     APRIL 22, 2020 

Exist. Scupper to be raised—A802, Detail 6 

Exist. Wall Assb’y—NE Corner of 2018 rot repair. E. Façade– Cage Ladder & AHU-1 snorkel.  Re-

move and Reinstall + all other accessories.  

Exist. Scupper to be raised—A802, Detail 6 –Outboard view.  


